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Name

aplis-in line 165/ down in line 165 wall washer

Reference

KR917431-X-XXXX

current

700mA

To install the plasterkit.
See installation manual KR8200001623.

Please make sure that 
main voltage is disconnected
before proceeding!
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aplis-in line 165/ down in line 165 wall washer 3000lm KR917431-XXXX 1050mA 152

Ø Ø

To install the louvre see manual KR8170001643.

Connect the supply cable to the connector 
and use the strain relief .

In case of transformer 
or ballast.          

Min. 20cm          

Put the assembly in 
the plasterkit.          

Do not cover the luminaire 
with matting material!
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install the re�ector on the LED module. the re�ector is 
�xed by turning it on the LED, underneath the bajonet ring


